" UST Inspection Checklist
' PART I OWNER/OPERATOR INFORMATION
1. Facility Name: _Onamia School Bus Garage 6. Date of Visit; 101916 7, Marketer: __ Non-Marketer: x
2. Ownen: Onamia Public School District 8, Site Arrival/Departure (Time): 9:00 ! 10:15
3. Operator: 9, Facility Address: 810 Kathio Sureet
3. Contact Person: Rod Rohloft Onamia, MN 36359
6. UST Site Phone #: 320-532-4177 ext. 7 10: Team Members: Ryan Rupp/Andrew Boyd/Rod Rohloft
PART II. UST SITE INFORMATION

1. Tank #: i 2 3 4 5 6 7
2. Tank Type: FRP FRP

3, Piping Type: FRP FRP

4. 8ize of Tank: 10,000 4000

5. Tank Contents: Diesel Gas UL

6, Install Dase: 8/1/1990 8/1/1990

7. TTT Date:

8. LTT Duate:

9: LD (Tank): ATG ATG TLS 300C Veeder Root

10: LD (Pipe): Safe Suction Safe Suction

P, Closure Date:

Pesm__ Temp_ Perm_ Temp  Perm _ Tewp__ Perm__Temp___ Peem _ Temp__ Perm__Temp__  Perm__Temp

12, Spill: Yes x No__ Yes xNo _ Yes_ No__ Yes No__ Yes_ No__  Yes_ No__  Yes_ No

13, Overfill: Yes x No_ Yes xNo _ Yes_ No_~ Yes. No_ Yes_ No__  Yes_ No__ Yes_ No
Type: Flapper Flapper

14. CP(Tank):  Yes_ No_ Yes No _ Yes_ No__ Yes_ No__  Yes_ No__ Yes_ No_ Yes_ No__

Date: NA FRP
Type: NA FRP

15. CP (Piping): ~ Yes__ No__ - Yes_ No Yes  No Yes  No Yes_ No_—  Yes_ No__ Yes_ No
Date: NA FRP
Type: NA FRP

16. CP Monitoring: [For all cathodic protection systems (Galvanic Anodes and Impressed Current Systems)]

6 Mo/3 Yrs:  ves Mo Yes __ Mo Yes__ No Yes No__ Yes__ No__  “Yes__ No__  Yes__ No
Mote: Monitoring ; conducted within six monith of installation and three years rs after initial mnmmnng [280. 31(h){!)}

Six Months:  ves No__ Yes No_ -~ Yes__ No _ Yes No - Yes__ No__ ~Yes__ No__  Yes__No
MNote: Monitoring conducted within six month of any repoirs to UST system, [280, 33((:}]

Records: Yes No Yes  No_ = Yes Mo  Yes No Yes No Yes No Yes No

e — s o PP p— P ve—

Wate: Records on file of last two mommnng resulis. [280. 31{&)(”)}

17. CP Monitoring: [For Impressed Current Systems Only}

60 Day Insp.: - ves No__ Yes__ No__  Yes _No Yes  No__ Yes__ No__  Yes__ No__  Yes__ No
Mote: System is mspeci::d ever 60 ¢ days, involvers madmg and rccurdmg systems vuhag:. and amperage. I”SO 3¢y
Records: Yes No Yes No  Yes __No Yes Mo Yes No Yes No Yes Mo

s s Jr— . p— PR po— p—

ll Note: Records on file of Tast three voltage and 2 ax:zpcragc readings. {’8{} 33(:1}( i
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UST Inspection Checklist “
PART I1l. RECOMMENDATION(S) & NARRATIVE COMMENTS

——— ——-—-—"

" 1. Further action is recommend/necessary:  Yes No 5. Notice of Violation (NOV): Yes _ No __ Date:

Notes: I Notes:
[ Yes, A Full Narative Report is required along with this checklist]

6. Field Cutation (FC): Yes Mo Date:

2. Facility to provide info. on compliance:  Yes No

e

Notes: Notes:
[If Yes, A Full Narrative Repont is cequired along with this checklist]

" 3. Follow-up inspection recommended: Yes _ No “ 7. Administrative Order (AO): Yes No Date:

Notes: Motes:
{If Yes, state reason(s) why.] X Yes, A Full Narrative Report is required along with this checklist]
4. Information Request Letter (IRL): Yes _ No _ Date: 1l 8. Refer to State: Yes No Date:
Notes: Notes:
[H Yes, A Full Narrative Report is required along with this checklist) [0 Yes, A Foll Narmative Report may be required along with this checklist] “

9. Financial Responsibility (FR): Yes x _ No __  Expiration Date:  Minnesota Petrofund

10. Inspector’s Remarks: - Handed out the Updated 2103 Must for USTs and Implementation Time Frames for 2015 UST Brochure

Discussed the new 2015 regulations. Under-dispenser containment for new dispenser systems, operator training, spill prevention
equipment testing, overfill prevention equipment inspections, containment sump testing, release detection equipment testing &
walkthrough inspections.

Spill buckets, sumps and under dispenser containment are all dry

“ 11, Additional Remarks/Comments: !
Tank Test
Date Tank 1 Tank 2 Result Both Tanks It
10/2/16 5960 1253 Pass
9/4/16 8288 2019 Pass
817116 8614 2354 Pass "
" 713016 8726 3008 Pass
I 8/2/16 8744 3190 Pass
5/1/16 6805 2302 Passy
I 4/3/16 3651 1574 Pass
3/6/16 5910 2622 Pass
n 216 3318 1385 Pass "
173416 6853 2802 Pass
1129715 3972 1352 Pass
11115 6039 2234 Pass
10/11/15 7783 3015 Pass
| — %Mﬂ/’éigf —JO/I94 I
L/ Inspector Signature * Date
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